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Lubricate cartridge “O” ring and
place in groove in back of the
body.

Lubricate the bonnet “O” ring, and
place in groove or bonnet.

CAUTION: If the overload assem-
bly has been removed from the
bonnet ensure that high tempera-
ture limit stop with set screw is in
place before assembling the valve.

Thread the cartridge into the body. Hand tighten with 1-3/8” deep
socket until snug.
Do not overtighten.

Place actuator into overload
assembly and install bonnet onto
valve with four (4) screws.

Adjust and test per instructions on
page 3.

Phone: 1.913.621.7337 ® Fax 1.913.621.1827 * www.labenterprises.net



	Button1: 


